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DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED WALL (NOMINAL).

VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.  PORTIONS OF EXISTING CONSTRUCTION MAY HAVE BEEN
REMOVED BY OWNER.

MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY THIS WORK.
COORDINATE WITH OWNER ANY DISRUPTION IN SERVICES REQUIRED TO PERFORM WORK OR TO MODIFY EXISTING
PIPING, DUCTWORK OR ANY ASSOCIATED EQUIPMENT.

REFER TO SHEET A89X FOR ROOM FINISH SCHEDULE AND NOTES.

REFER TO SHEET A89X FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.
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Revisions

Design
Question
s

Date 1

 1/8" = 1'-0"210
FIRST FLOOR PLAN1

NOTE # FLOOR PLAN NOTE

KEYNOTE LEGEND - EXTERIOR WALL TYPES

TAG EXTERIOR WALL DESCRIPTION

W1 EXTERIOR WALL:  MASONRY VENEER STUD WALL CONSISTING OF 3-5/8" FACE BRICK, 1 3/4" AIR SPACE, 3"
RIGID INSULATION, SPRAY APPLIED AIR AND VAPOR BARRIER SYSTEM ON 5/8" EXTERIOR GYPSUM
SHEATHING, 6" GALVANIZED COLD FORMED STEEL STUDS @ 1'-4" OC AND ONE LAYER 5/8" GYPSUM BOARD AT
INTERIOR FACE. PROVIDE ADJUSTABLE MASONRY VENEER ANCHORS, CAVITY DRAINAGE MATERIAL,
FLASHING, CAVITY WEEPS/VENTS @ 24" OC, AND MASONRY EXPANSION AND CONTROL JOINTS.
COMPARTMENTALIZE CAVITY AND PROVIDE CAVITY WEEPS / VENTS AT TOP AND BOTTOM OF CAVITY PER
D8/A601.

W4.4 EXTERIOR WALL:  MASONRY STONE VENEER WALL CONSISTING OF 3 5/8" STONE, 1 3/4" AIR SPACE, 3" RIGID
INSULATION, SPRAY APPLIED AIR AND VAPOR BARRIER SYSTEM ON 5/8" EXTERIOR GYPSUM SHEATHING, 6"
GALVANIZED COLD FORMED STEEL STUDS @ 1'-4" OC AND ONE LAYER 5/8" GYPSUM BOARD AT INTERIOR
FACE. PROVIDE ADJUSTABLE MASONRY VENEER ANCHORS, CAVITY DRAINAGE MATERIAL, FLASHING, CAVITY
WEEPS/VENTS @ 24" OC, AND MASONRY EXPANSION AND CONTROL JOINTS. COMPARTMENTALIZE CAVITY
AND PROVIDE CAVITY WEEPS / VENTS AT TOP AND BOTTOM OF CAVITY PER D8/A601.

W4.5 EXTERIOR WALL:  MASONRY STONE VENEER WALL CONSISTING OF 3 5/8" STONE, 2 1/4" AIR SPACE,  5/8"
EXTERIOR GYPSUM SHEATHING ON 6" GALVANIZED COLD FORMED STEEL STUDS @ 1'-4" OC.  PROVIDE
ADJUSTABLE MASONRY VENEER ANCHORS, CAVITY DRAINAGE MATERIAL, FLASHING, CAVITY WEEPS/VENTS
@ 24" OC, AND MASONRY EXPANSION AND CONTROL JOINTS. COMPARTMENTALIZE CAVITY AND PROVIDE
CAVITY WEEPS / VENTS AT TOP AND BOTTOM OF CAVITY PER D8/A601.

W6 EXTERIOR WALL:  PANEL WALL SYSTEM CONSISTING OF 7/8" CORROGATED METAL PANEL ON 3" Z-FURRING,
3" RIGID INSULATION, SPRAY APPLIED AIR AND VAPOR BARRIER SYSTEM ON 5/8" EXTERIOR GYPSUM
SHEATHING, 6" GALVANIZED COLD FORMED STEEL STUDS @ 1'-4" OC AND ONE LAYER 5/8" GYPSUM BOARD AT
INTERIOR FACE.
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DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED WALL (NOMINAL).

VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.  PORTIONS OF EXISTING CONSTRUCTION MAY HAVE BEEN
REMOVED BY OWNER.

MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY THIS WORK.
COORDINATE WITH OWNER ANY DISRUPTION IN SERVICES REQUIRED TO PERFORM WORK OR TO MODIFY EXISTING
PIPING, DUCTWORK OR ANY ASSOCIATED EQUIPMENT.

REFER TO SHEET A89X FOR ROOM FINISH SCHEDULE AND NOTES.

REFER TO SHEET A89X FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.
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ALL GYPSUM BOARD PARTITIONS SHALL BE              UNLESS OTHERWISE NOTED ON FLOOR PLAN.

GYPSUM BOARD PARTITION DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED PARTITION TO FACE
OF FINISHED PARTITION (NOMINAL).

REFER TO GYPSUM BOARD SPECIFICATION FOR LOCATION AND TYPE(S) OF GYPSUM BOARD MATERIAL REQUIRED.

PROVIDE TYPE 'X' FIRE RATED GYPSUM BOARD AT ALL FIRE RATED PARTITIONS.

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL FIRE RATED PARTITIONS.

EXTEND ALL GYPSUM BOARD PARTITIONS FULL HEIGHT TO UNDERSIDE OF STEEL DECK ABOVE.  AT METAL DECK
CONSTRUCTION ABOVE PROVIDE SLIP JOINT BETWEEN TOP OF PARTITION AND UNDERSIDE OF METAL DECK /
STRUCTURAL STEEL MEMBER ABOVE.  REFER TO DETAIL XX/XXX.

MASONRY PARTITIONS INDICATED WITH THE FOLLOWING HATCH PATTERN:

ALL MASONRY PARTITIONS SHALL BE 8" CONCRETE BLOCK UNLESS OTHERWISE NOTED OR DIMENSIONED.
REFER TO FLOOR PLAN FOR PARTITION THICKNESS.

PROVIDE UL RATED CONCRETE BLOCK AT ALL FIRE RATED PARTITIONS.

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL RATED PARTITIONS.

EXTEND CONCRETE BLOCK PARTITIONS FULL HEIGHT TO UNDERSIDE OF STEEL DECK ABOVE (OR PRECAST
PLANK ABOVE IF APPLICABLE).  REFER TO DETAIL XX/XXX.  PROVIDE HORIZONTAL MASONRY JOINT
REINFORCEMENT AT 16" OC VERTICALLY.  REFER TO STRUCTURAL DRAWINGS FOR VERTICAL
REINFORCEMENT REQUIREMENTS.

A4

GYPSUM BOARD PARTITIONS - GENERAL NOTES

MASONRY PARTITIONS - GENERAL NOTES
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Revisions

N

PLAN
NORTH

KEYNOTE LEGEND - INTERIOR PARTITION TYPES

TAG INTERIOR PARTITION DESCRIPTION

A4 INTERIOR STEEL STUD PARTITION:  3-5/8" STEEL STUDS @ 16" OC WITH 3" SOUND ATTENUATION INSULATION
AND ONE LAYER 5/8" GYPSUM BOARD @ EACH FACE.  PROVIDE 1 HR RATED UL #U465 DESIGN WHERE 1 HR
CONSTRUCTION IS INDICATED ON PLANS.

BA4 INTERIOR CHASE (PLUMBING) PARTITION:  DOUBLE WYTHE 3-5/8" STEEL STUDS @ 16" OC WITH 3-1/2" SOUND
ATTENUATION INSULATION (ONE SIDE ONLY) AND ONE LAYER 5/8" GYPSUM BOARD @ EACH FACE.

NOTE # FLOOR PLAN NOTE

KEYNOTE LEGEND - EXTERIOR WALL TYPES

TAG EXTERIOR WALL DESCRIPTION

W6.2 EXTERIOR WALL:  PANEL WALL SYSTEM CONSISTING OF 2" METAL COMPOSITE PANEL (REYNOBOND) ON 3"
Z-FURRING, 3" RIGID INSULATION, SPRAY APPLIED AIR AND VAPOR BARRIER SYSTEM ON 5/8" EXTERIOR
GYPSUM SHEATHING, 6" GALVANIZED COLD FORMED STEEL STUDS @ 1'-4" OC AND ONE LAYER 5/8" GYPSUM
BOARD AT INTERIOR FACE.

 1/8" = 1'-0"220
SECOND FLOOR PLAN1



EXTERIOR FINISH PATTERNS

STONE

BRICK

CORROGATED METAL
SIDING

VERTICAL METAL PANELS

PAINT ALL EXPOSED STEEL LINTELS TO MATCH ADJACENT MASONRY COLOR

TRIM ALL EXTERIOR LIGHTING FIXTURES, OUTLETS, HOSE BIBBS AND ALL
OTHER SIDING PENETRATIONS WITH TRIM TO MATCH ADJ. SURFACE. (TYP.)

REFER TO SHEET XXX FOR WINDOW FRAME ELEVATIONS

SEALANT COLORS TO MATCH ADJACENT FINISHED SURFACES.

EXTERIOR ELEVATIONS - GENERAL NOTES

A.

B.

C.

D.
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NOTE # EXTERIOR ELEVATION NOTE

Revisions

 1/8" = 1'-0"400
NORTH ELEVATION 1A1

 1/8" = 1'-0"400
NORTH ELEVATION 2E3

 1/8" = 1'-0"400
NORTHEAST ELEVATIONA5

 1/8" = 1'-0"400
CANOPY - NORTHEAST ELEVATIONC3

 1/8" = 1'-0"400
CANOPY - SOUTHEAST ELEVATIONC1

 1/8" = 1'-0"400
EAST ELEVATION 4E1



EXTERIOR FINISH PATTERNS

STONE

BRICK

CORROGATED METAL
SIDING

VERTICAL METAL PANELS

PAINT ALL EXPOSED STEEL LINTELS TO MATCH ADJACENT MASONRY COLOR

TRIM ALL EXTERIOR LIGHTING FIXTURES, OUTLETS, HOSE BIBBS AND ALL
OTHER SIDING PENETRATIONS WITH TRIM TO MATCH ADJ. SURFACE. (TYP.)

REFER TO SHEET XXX FOR WINDOW FRAME ELEVATIONS

SEALANT COLORS TO MATCH ADJACENT FINISHED SURFACES.

EXTERIOR ELEVATIONS - GENERAL NOTES

A.

B.

C.

D.

WOOD GRAINED MTL.
PANELS

T/ SLAB - 1ST FLR
100' - 0"

T/ STEEL - ROOF
128' - 0"

T/ SLAB - LL
89' - 9"

E6

503

E4

702

T/ WINDOW - 2ND FLR
123' - 0"

T/ CW - 2ND FLR
128' - 0"

B/CURTAINWALL - 2ND
FLR

114' - 6"

T/WINDOW - 1ST FLR
109' - 0"

B/HIGH WNDW - 2ND FLR
116' - 6"B/LOW WNDW - 2ND FLR
115' - 0"

B/WNDW - 1ST FLR
102' - 6"

-

---

T/ SLAB - 1ST FLR
100' - 0"

E1

702

T/ CW - 2ND FLR
128' - 0"

T/ SLAB - 1ST FLR
100' - 0"

T/SLAB - 2ND FLR
114' - 0"

T/ STEEL - ROOF
128' - 0"

T/ SLAB - LL
89' - 9"

E1

702

T/ WINDOW - 2ND FLR
123' - 0"

T/ CW - 2ND FLR
128' - 0"

T/WINDOW - 1ST FLR
109' - 0"

B/HIGH WNDW - 2ND FLR
116' - 6"

B/WNDW - 1ST FLR
102' - 6"

T/ STL ROOF
128' - 0"

T/ SLAB - 1ST FLR
100' - 0"

E1

503
E4

701

E4

503

E2

503

T/ WINDOW - 2ND FLR
123' - 0"

T/ CW - 2ND FLR
128' - 0"

B/CURTAINWALL - 2ND
FLR

114' - 6"

T/WINDOW - 1ST FLR
109' - 0"

B/HIGH WNDW - 2ND FLR
116' - 6"B/LOW WNDW - 2ND FLR
115' - 0"

B/WNDW - 1ST FLR
102' - 6"

T/ SLAB - 1ST FLR
100' - 0"

T/SLAB - 2ND FLR
114' - 0"

T/ STEEL - ROOF
128' - 0"

T/ SLAB - LL
89' - 9"

T/ WINDOW - 2ND FLR
123' - 0"

T/ CW - 2ND FLR
128' - 0"

B/CURTAINWALL - 2ND
FLR

114' - 6"

T/WINDOW - 1ST FLR
109' - 0"

B/HIGH WNDW - 2ND FLR
116' - 6"B/LOW WNDW - 2ND FLR
115' - 0"

B/WNDW - 1ST FLR
102' - 6"

-

---

T/ SLAB - 1ST FLR
100' - 0"

E1

502

E4

502

E2

502

T/ CURTAINWALL - 1ST
FLR

111' - 8"

T/ WINDOW - 2ND FLR
123' - 0"

T/WINDOW - 1ST FLR
109' - 0"

B/HIGH WNDW - 2ND FLR
116' - 6"B/LOW WNDW - 2ND FLR
115' - 0"

B/WNDW - 1ST FLR
102' - 6"

T/ STL ROOF
128' - 0"

T/ SLAB - 1ST FLR
100' - 0"

T/ SLAB - LL
89' - 9"

T/WINDOW - 1ST FLR
109' - 0"

B/WNDW - 1ST FLR
102' - 6"
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401

Revisions

 1/8" = 1'-0"401
WEST ELEVATIONA1

 1/8" = 1'-0"401
STAIR 2 - NORTH ELEVATIONE1

 1/8" = 1'-0"401
STAIR 2 - SOUTH ELEVATIONE2

 1/8" = 1'-0"401
SOUTH ELEVATIONB1

 1/8" = 1'-0"401
EAST ELEVATION 1C6

 1/8" = 1'-0"401
EAST ELEVATION 2E3

 1/8" = 1'-0"401
EAST ELEVATION 3E6



B1

502

B2

502

B3

502

B5

502

EXTERIOR FINISH PATTERNS

STONE

BRICK

CORROGATED METAL
SIDING

VERTICAL METAL PANELS

PAINT ALL EXPOSED STEEL LINTELS TO MATCH ADJACENT MASONRY COLOR

TRIM ALL EXTERIOR LIGHTING FIXTURES, OUTLETS, HOSE BIBBS AND ALL
OTHER SIDING PENETRATIONS WITH TRIM TO MATCH ADJ. SURFACE. (TYP.)

REFER TO SHEET XXX FOR WINDOW FRAME ELEVATIONS

SEALANT COLORS TO MATCH ADJACENT FINISHED SURFACES.

EXTERIOR ELEVATIONS - GENERAL NOTES

A.

B.

C.

D.

WOOD GRAINED MTL.
PANELS
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Revisions

 1/8" = 1'-0"402
TRANSIT - WEST ELEVATION1

 1/8" = 1'-0"402
TRANSIT - NORTH ELEVATION2

 1/8" = 1'-0"402
TRANSIT - EAST ELEVATION3

 1/8" = 1'-0"402
TRANSIT - SOUTH ELEVATION4

NOTE # EXTERIOR ELEVATION NOTE













11

22

UP

UP

FLOOR PLAN - SYMBOLS LEGEND

1
0
0
.0

W1

DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED WALL (NOMINAL).

VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.  PORTIONS OF EXISTING CONSTRUCTION MAY HAVE BEEN
REMOVED BY OWNER.

MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY THIS WORK.
COORDINATE WITH OWNER ANY DISRUPTION IN SERVICES REQUIRED TO PERFORM WORK OR TO MODIFY EXISTING
PIPING, DUCTWORK OR ANY ASSOCIATED EQUIPMENT.

REFER TO SHEET A89X FOR ROOM FINISH SCHEDULE AND NOTES.

REFER TO SHEET A89X FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.

001

1

SHT

DTL

FD

SHT

DTL

FLOOR PLAN - GENERAL NOTES

1i

SHT
DTL

SHT

DTL

A.

B.

C.

D.

E.

EXISTING WALL TO REMAIN

EXISTING DOOR TO REMAIN

DETAIL REFERENCE

EQUIPMENT

WINDOW TYPE

WALL/PARTITION TYPE

FLOOR DRAIN -
PITCH FLOOR TO DRAIN

NEW WALL/PARTITION

NEW DOOR

SECTION REFERENCE

EXTERIOR ELEVATION

INTERIOR ELEVATION

FLOOR PLAN KEYNOTE

CONSTRUCTION LIMITS

ONE HOUR FIRE RESISTIVE CONSTRUCTION

TWO HOUR FIRE RESISTIVE CONSTRUCTION

ALL GYPSUM BOARD PARTITIONS SHALL BE              UNLESS OTHERWISE NOTED ON FLOOR PLAN.

GYPSUM BOARD PARTITION DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED PARTITION TO FACE
OF FINISHED PARTITION (NOMINAL).

REFER TO GYPSUM BOARD SPECIFICATION FOR LOCATION AND TYPE(S) OF GYPSUM BOARD MATERIAL REQUIRED.

PROVIDE TYPE 'X' FIRE RATED GYPSUM BOARD AT ALL FIRE RATED PARTITIONS.

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL FIRE RATED PARTITIONS.

EXTEND ALL GYPSUM BOARD PARTITIONS FULL HEIGHT TO UNDERSIDE OF STEEL DECK ABOVE.  AT METAL DECK
CONSTRUCTION ABOVE PROVIDE SLIP JOINT BETWEEN TOP OF PARTITION AND UNDERSIDE OF METAL DECK /
STRUCTURAL STEEL MEMBER ABOVE.  REFER TO DETAIL XX/XXX.

MASONRY PARTITIONS INDICATED WITH THE FOLLOWING HATCH PATTERN:

ALL MASONRY PARTITIONS SHALL BE 8" CONCRETE BLOCK UNLESS OTHERWISE NOTED OR DIMENSIONED.
REFER TO FLOOR PLAN FOR PARTITION THICKNESS.

PROVIDE UL RATED CONCRETE BLOCK AT ALL FIRE RATED PARTITIONS.

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL RATED PARTITIONS.

EXTEND CONCRETE BLOCK PARTITIONS FULL HEIGHT TO UNDERSIDE OF STEEL DECK ABOVE (OR PRECAST
PLANK ABOVE IF APPLICABLE).  REFER TO DETAIL XX/XXX.  PROVIDE HORIZONTAL MASONRY JOINT
REINFORCEMENT AT 16" OC VERTICALLY.  REFER TO STRUCTURAL DRAWINGS FOR VERTICAL
REINFORCEMENT REQUIREMENTS.

A4

GYPSUM BOARD PARTITIONS - GENERAL NOTES

MASONRY PARTITIONS - GENERAL NOTES

Stair 1
ST001

Stair 2
ST002

Elev 1
EL001

Elev 2
EL002

E3

504

E4

504

E6

503

E1

702

E1

503

E4

701

E1

502

D5

501

E1

703

E1

700

E1

504

E4

502

Parking
Garage

LL00

E1

701

E3

700

E3

703

E4

702

Plumbing
LL02

Electrical
LL04

Areawell
LL08

Mechanical
LL06

-

---

-

---

-

---

A1

240

18' - 0" 29' - 11 3/4"
1' - 6"

9' - 0" 9' - 0" 9' - 0" 9' - 0" 1' - 6" 9' - 0" 9' - 0" 9' - 0" 1' - 6" 9' - 0" 9' - 0" 9' - 0" 1' - 6" 9' - 0" 9' - 0"

STALL LENGTH

20' - 5 1/4" (TYP)

AISLE WIDTH

23' - 10"

STALL LENGTH

18' - 0" (TYP)

STALL LENGTH

16' - 7 3/4" (TYP)

AISLE WIDTH

23' - 0"

STALL LENGTH

18' - 0" (TYP)

STALL LENGTH

18' - 0" (TYP)

AISLE WIDTH

26' - 2 7/8"

S
T

A
LL

 W
ID

T
H

9'
 -

 0
" 

(T
Y

P
)

A
IS

LE
 W

ID
T

H

23
' -

 0
"

S
T

A
LL

 L
E

N
G

T
H

18
' -

 0
" 

(T
Y

P
)

S
T

A
LL

 L
E

N
G

T
H

18
' -

 0
" 

(T
Y

P
)

D3

500

D5

500

E1

501

E6

501

E4

503

B1

502

MATCHLINE

E2

502

E2

503

RAMP UP

ELEVATION: 88'-0"

ELEVATION:
90'-0"

RAMP UP
OUTLINE OF
BUILDING ABOVE

4' - 0" 142' - 3" 23' - 0" 11' - 5" 2' - 8" 12' - 4" 2' - 8" 12' - 4" 21' - 6"

9'
 -

 0
"

1'
 -

 6
 1

/4
"

1'
 -

 6
 1

/4
"

1'
 -

 6
 1

/4
"

2'
 -

 8
"

12
' -

 4
"

2'
 -

 8
"

65
' -

 4
 5

/8
"

1' - 5"

7' - 11"

1'
 -

 5
 5

/8
"

9'
 -

 1
0"

92
' -

 5
"

6'
 -

 1
"

8' - 6" 77' - 7 3/4"

95' - 11 1/2"

20' - 4"

3' - 8"

2' - 2 5/8"

1' - 3"

2' - 0"

1' - 6 1/4"

1' - 5"

1' - 5"

90
' -

 9
 3

/8
"

78
' -

 6
 3

/8
"

11
' -

 3
 3

/8
"

11
 1

/8
"

2' - 0 3/8"

4"

11
' -

 1
1"

228' - 2"

17
3'

 -
 7

 5
/8

"
5'

 -
 7

"
1'

 -
 3

"

-

---

-

---

-

---

18' - 3" 23' - 10" 36' - 0" 23' - 10" 18' - 0"

-

---

AREA
WELL

LL01

-

---

1' - 3" 17' - 7" 1' - 3"

-

---

-

---

-

---
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130020-01

200

KEYNOTE LEGEND - EXTERIOR WALL TYPES

TAG EXTERIOR WALL DESCRIPTION

NOTE # FLOOR PLAN NOTE

KEYNOTE LEGEND - INTERIOR PARTITION TYPES

TAG INTERIOR PARTITION DESCRIPTION

A4 INTERIOR STEEL STUD PARTITION:  3-5/8" STEEL STUDS @ 16" OC WITH 3" SOUND ATTENUATION INSULATION
AND ONE LAYER 5/8" GYPSUM BOARD @ EACH FACE.  PROVIDE 1 HR RATED UL #U465 DESIGN WHERE 1 HR
CONSTRUCTION IS INDICATED ON PLANS.

BA4 INTERIOR CHASE (PLUMBING) PARTITION:  DOUBLE WYTHE 3-5/8" STEEL STUDS @ 16" OC WITH 3-1/2" SOUND
ATTENUATION INSULATION (ONE SIDE ONLY) AND ONE LAYER 5/8" GYPSUM BOARD @ EACH FACE.

F4 INTERIOR FURRING (PARTITION):  3-5/8" STEEL STUDS @ 16" OC WITH ONE LAYER 5/8" GYPSUM BOARD.KEYNOTE LEGEND - CONSTRUCTION TYPES

TAG CONSTRUCTION DESCRIPTION

Revisions

 1/8" = 1'-0"200
LOWER LEVEL FLOOR PLAN1

N

PLAN
NORTH

N

PLAN
NORTH



401 E3

A

1

IHG

4

32

401A1

400

E3

400 E1

400

A1

E3

504

E.5

E4

504

E6

503

E1

702

E1

503
E4

701

C3

501

E1

703

E1

700

E1

504

E4

502

B

29

14

26

C.8 D

6

F J

10

E3

700

E3

703

E4

702

ROOF HATCH
W/ SAFETY
POLE

37

401

B1

401

E1

401

E2

401 C6

E1

501

E4

503

MATCHLINE

E2

503

4101

410

3

411 1

411 2

-

-

420 1

420 3

420

4

420

2

4212

-

OUTLINE OF BUILDING BELOW

--

411

3

24

20

16

C EA.7

23

11

-

---

-

---

-

---

28

22

8

B.2

9

3

12

25

F.6E.7E.3

2

B.7B.5

33

D.2

D.4

15

B.4

35

30

18

39

27

31

19

13

17

7

-

---

21

B.9 B.10

5

-

---

-

---

--

-

---

DIRECTION OF STRUCTURAL SLOPE TO DRAIN

SLOPE DIRECTION OF INSULATION TAPER SLOPE TO DRAIN.  MINIMUM ALLOWABLE TAPER SLOPE SHALL
BE 1/4" PER FOOT UNLESS NOTED OTHERWISE

TAPERED INSULATION VALLEY OR RIDGE

ROOF DRAIN

TAPERED INSULATION THICKNESS

LOCATION OF CONCRETE PAVER WALKWAY

ROOF PLAN NOTE

CONSTRUCTION LIMITS

COORDINATE AND VERIFY ALL ROOF OPENINGS AND PENETRATIONS WITH STRUCTURAL, PLUMBING,
HVAC, AND ELECTRICAL REQUIREMENTS.

PROVIDE WATER TIGHT INTEGRITY AT ALL PENETRATIONS AND EQUIPMENT PER ROOFING MANUFACTURERS STANDARD
DETAILS AND REQUIREMENTS FOR WARRANTY AND CURRENT NRCA STANDARDS.

PROVIDE POSITIVE ROOF DRAINAGE INCLUDING TAPERED INSULATION LAYOUT.  PROVIDE SADDLES AND CRICKETS AT
ALL ROOF TOP EQUIPMENT AND PENETRATIONS TO ENSURE POSITIVE DRAINAGE.

PROVIDE 24" WIDE CONCRETE PAVER WALKWAY FROM ROOF SCUTTLE TO ALL MECHANICAL ROOFTOP UNITS AND ALL
ROOF ACCESS LADDERS.  PROVIDE PAVERS AROUND PERIMETER OF ROOF SCUTTLE AND HVAC ROOFTOP UNITS.
PROVIDE PAVERS AT LANDINGS BELOW ROOF ACCESS LADDERS.

1

+X"

RD

ROOF PLAN - SYMBOLS LEGEND

ROOF PLAN - GENERAL NOTES

A.

B.

C.

D.

Drawn By:

Date:

Job No.:

Sheet No.:

©
  
P

lu
n
k
e
tt
 R

a
y
s
ic

h
 A

rc
h
it
e
c
ts

, 
L
L
P

N
O

T
 F

O
R

 C
O

N
S

T
R

U
C

T
IO

N

7/
22

/2
01

4 
1:

29
:4

9 
P

M
C

:\p
ra

 r
ac

\lo
ca

l p
ro

je
ct

 fi
le

s\
13

00
20

-0
1-

ce
nt

ra
l_

m
br

us
h.

rv
t

U
W

 H
ea

lth
 U

ni
on

 C
or

ne
rs

 C
lin

ic
24

01
 E

. W
as

hi
ng

to
n 

A
ve

, M
ad

is
on

, W
I

JM

7/10/14

130020-01

230

Revisions

 1/8" = 1'-0"230
OVERALL ROOF PLAN1

N

PLAN
NORTH

NOTE # ROOF PLAN NOTE



11

22

Fitness

Room -

Staff
2520

A1

240

MATCHLINE

GENERATOR LOCATION

TRASH ENCLOSURE

A1

240

Provider

Office
1324

Provider

Office
1328

Provider

Office
1332

Provider

Office
1334

MATCHLINE

RAMP DOWN

400

E3

UP

MATCHLINE

T/ SLAB - 1ST FLR
100' - 0"

T/ SLAB - LL
89' - 9"

B1

502

B2

502

B3

502

B5

502
B/CURTAINWALL - 2ND

FLR
114' - 6"

B/LOW WNDW - 2ND FLR
115' - 0"

B/WNDW - 1ST FLR
102' - 6"

FLOOR PLAN - SYMBOLS LEGEND

1
0
0
.0

W1

DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED WALL (NOMINAL).

VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.  PORTIONS OF EXISTING CONSTRUCTION MAY HAVE BEEN
REMOVED BY OWNER.

MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY THIS WORK.
COORDINATE WITH OWNER ANY DISRUPTION IN SERVICES REQUIRED TO PERFORM WORK OR TO MODIFY EXISTING
PIPING, DUCTWORK OR ANY ASSOCIATED EQUIPMENT.

REFER TO SHEET A89X FOR ROOM FINISH SCHEDULE AND NOTES.

REFER TO SHEET A89X FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.

001

1

SHT

DTL

FD

SHT

DTL

FLOOR PLAN - GENERAL NOTES

1i

SHT
DTL

SHT

DTL

A.

B.

C.

D.

E.

EXISTING WALL TO REMAIN

EXISTING DOOR TO REMAIN

DETAIL REFERENCE

EQUIPMENT

WINDOW TYPE

WALL/PARTITION TYPE

FLOOR DRAIN -
PITCH FLOOR TO DRAIN

NEW WALL/PARTITION

NEW DOOR

SECTION REFERENCE

EXTERIOR ELEVATION

INTERIOR ELEVATION

FLOOR PLAN KEYNOTE

CONSTRUCTION LIMITS

ONE HOUR FIRE RESISTIVE CONSTRUCTION

TWO HOUR FIRE RESISTIVE CONSTRUCTION

ALL GYPSUM BOARD PARTITIONS SHALL BE              UNLESS OTHERWISE NOTED ON FLOOR PLAN.

GYPSUM BOARD PARTITION DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED PARTITION TO FACE
OF FINISHED PARTITION (NOMINAL).

REFER TO GYPSUM BOARD SPECIFICATION FOR LOCATION AND TYPE(S) OF GYPSUM BOARD MATERIAL REQUIRED.

PROVIDE TYPE 'X' FIRE RATED GYPSUM BOARD AT ALL FIRE RATED PARTITIONS.

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL FIRE RATED PARTITIONS.

EXTEND ALL GYPSUM BOARD PARTITIONS FULL HEIGHT TO UNDERSIDE OF STEEL DECK ABOVE.  AT METAL DECK
CONSTRUCTION ABOVE PROVIDE SLIP JOINT BETWEEN TOP OF PARTITION AND UNDERSIDE OF METAL DECK /
STRUCTURAL STEEL MEMBER ABOVE.  REFER TO DETAIL XX/XXX.

MASONRY PARTITIONS INDICATED WITH THE FOLLOWING HATCH PATTERN:

ALL MASONRY PARTITIONS SHALL BE 8" CONCRETE BLOCK UNLESS OTHERWISE NOTED OR DIMENSIONED.
REFER TO FLOOR PLAN FOR PARTITION THICKNESS.

PROVIDE UL RATED CONCRETE BLOCK AT ALL FIRE RATED PARTITIONS.

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL RATED PARTITIONS.

EXTEND CONCRETE BLOCK PARTITIONS FULL HEIGHT TO UNDERSIDE OF STEEL DECK ABOVE (OR PRECAST
PLANK ABOVE IF APPLICABLE).  REFER TO DETAIL XX/XXX.  PROVIDE HORIZONTAL MASONRY JOINT
REINFORCEMENT AT 16" OC VERTICALLY.  REFER TO STRUCTURAL DRAWINGS FOR VERTICAL
REINFORCEMENT REQUIREMENTS.

A4

GYPSUM BOARD PARTITIONS - GENERAL NOTES

MASONRY PARTITIONS - GENERAL NOTES
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Revisions

 1/8" = 1'-0"240
ROOF PLAN - RAMP1

 1/8" = 1'-0"240
FIRST FLOOR PLAN - RAMP2

 1/8" = 1'-0"240
LOWER LEVEL PLAN - RAMP3

 1/4" = 1'-0"240
RAMP SECTIONA1

NOTE # FLOOR PLAN NOTE

KEYNOTE LEGEND - INTERIOR PARTITION TYPES

TAG INTERIOR PARTITION DESCRIPTION

A4 INTERIOR STEEL STUD PARTITION:  3-5/8" STEEL STUDS @ 16" OC WITH 3" SOUND ATTENUATION INSULATION
AND ONE LAYER 5/8" GYPSUM BOARD @ EACH FACE.  PROVIDE 1 HR RATED UL #U465 DESIGN WHERE 1 HR
CONSTRUCTION IS INDICATED ON PLANS.

BA4 INTERIOR CHASE (PLUMBING) PARTITION:  DOUBLE WYTHE 3-5/8" STEEL STUDS @ 16" OC WITH 3-1/2" SOUND
ATTENUATION INSULATION (ONE SIDE ONLY) AND ONE LAYER 5/8" GYPSUM BOARD @ EACH FACE.

F4 INTERIOR FURRING (PARTITION):  3-5/8" STEEL STUDS @ 16" OC WITH ONE LAYER 5/8" GYPSUM BOARD.

KEYNOTE LEGEND - EXTERIOR WALL TYPES

TAG EXTERIOR WALL DESCRIPTION
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View from East Washington Ave.  and 6th Street

UW Health Union Corners Clinic - Madison, WI
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View from 6th Street

UW Health Union Corners Clinic - Madison, WI
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View from Northeast

UW Health Union Corners Clinic - Madison, WI
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View of Transit Hub from East Washington Ave.

UW Health Union Corners Clinic - Madison, WI
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View of East Washington Ave. Entrance

UW Health Union Corners Clinic - Madison, WI
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NO-MOW
MEADOW

DROP-OFF AND
PICK-UP

FUTURE BUILDING

BIO-SWALE

BIO-SWALE

NO-MOW MEADOW

PARKING - SEE CIVIL

UW HEALTH FACILITYENTRY

ENTRY

TRASH/GEN.
TRANSIT
BUILDING

RAMP TO
UNDERGROUND

PARKING

BIO-SWALE - SEE CIVIL

MADISON PARKS SEED MIX

DECORATIVE STONE MULCH

NOTE: SEE ARCHITECTURE AND CIVIL
DRAWINGS FOR LAYOUT OF ROAD,
PARKING LOT AND PATHS.
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