
FF=859.13

LL=849.13

FF=860.46

LL=850.46-849.46

PROPOSED 4-STORY

APARTMENT BUILDING

FF=856.8

RELOCATE EXISTING

HYDRANT

90° BEND

24' - 6" DI WATERMAIN

30' - 6" DI WATER SERVICE

8" TAPPING SLEEVE

W/ 6" VALVE

40' - 6" PVC SANITARY SEWER

@ 1/8" PER FOOT

IE = 850.75

CONTRACTOR TO VERIFY

INVERT ELEVATION

10' - 10" PVC STORM

SEWER @ 1.0%

CONNECT TO INTERNAL ROOF

DRAIN. SEE PLUMBING PLANS

IE = 846.0

PROVIDE WATERTIGHT CONNECTION

PER CITY STANDARDS

IE = 845.9

CONTRACTOR TO VERIFY INVERT ELEVATION

40' - 6" PVC SANITARY SEWER

@ 1/8" PER FOOT

INSULATE LATERAL

259' - 6" PVC SANITARY

SEWER @ 1/8" PER FOOT

IE = 854.1

CLEAN-OUT

CLEAN-OUT

W/ COVER

45°BEND

IE = 851.5

CONTRACTOR TO VERIFY

INVERT ELEVATION

45°BEND

7' - 6" PVC SANITARY SEWER

@ 1/8" PER FOOT

IE = 854.1

(2) 45° VERTICAL

BENDS

MAINTAIN 1' MIN CLEARANCE

OVER STORM SEWER

PROVIDE WATERTIGHT CONNECTION

PER CITY STANDARDS

IE = 847.84

PROPOSED GAS

SERVICE

Notes:

2015 Potter Lawson, Inc.© C105

202 S. Bedford Street

Madison, WI

2015.24.00

Urban Land Interests

Utility Plan

1" = 20'C105

1 UTILITY PLAN

NORTH

Date Issuance/Revisions Symbol
03/09/16 Land Use Application

0' 10' 20' 40'

05/05/16 Plan Commission
06/03/16 Design Revision
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Callout
Street Lights to be removed and reinstalled at end of project

dburdick
Callout
Street Lights to be removed and reinstalled at end of project

dburdick
Callout
Street Lights to be removed and reinstalled at end of project

dburdick
Callout
Street Lights to be removed and reinstalled at end of project

dburdick
Callout
Trees to be removed and new trees installed at end of project




