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June 28, 2017 
 
 
To:  Department of Planning & Community & Economic Development  

Urban Design Commission & Planning Division 
126 S. Hamilton Street 
Madison, Wisconsin 53701‐2985 

 

Memorandum / Letter of Intent: 
 
RE:  4901 Tradewinds Pkwy ‐ Madison Water Utility Unit Well 31 Development Project 
  Urban Design Commission Design Review / Approval – Reference File # 37553 

Plan Commission Conditional Use Review / Approval – Reference File # 37607 
Urban Design Commission Application for Alteration to Previously‐Approved Development 

 
 
Dear Urban Design Commission: 
 
Madison Water Utility and the project development team are submitting this Application for ‘Alteration to Previously Approved 
Development’  in  request  to proceed with  revisions  to  the previously approved Unit Well 31 building design.   Three  revisions 
pertinent to the building façade materials are being proposed, with no other changes to the originally approved facility design.  
The following summarizes the project and the proposed revisions.  
 
Project Address / Location Information: 
Project Address:  4901 Tradewinds Parkway, Madison, WI 53718 
Alder District:    A.D. 16, Alder Denise DeMarb 
Urban Design District:  UDD No. 1 
 
The 3.04 acre site is located along Tradewinds Parkway, an emerging development area within the City Limits just southwest of 
the intersection of Beltline Highway and Agriculture Drive.  The site exists within the 2011 Genesis development plat, on lot 9. 
 
Project Summary: 
The project includes the construction of a new water treatment facility in conjunction with the recently constructed Well 31 to 
improve supply redundancy and  fire protection  in Madison Water Utility Pressure Zone 4.   The water treatment building will 
house 16 vertical pressure  filters  for  iron and manganese removal, two above grade backwash tanks, and a booster pumping 
station.  In addition to the new water treatment building, a 1.5 million gallon ground‐level water storage tank was constructed 
in  2015.    The  proposed  facility  additionally  includes  a  12,000  square‐foot  fenced  storage  yard,  an  on‐site  stormwater 
management basin, a backup generator and two driveways.  
 
The approved building design is primarily clad in a combination of brick veneer and precast concrete. The building features glass 
block  and  stone  veneer  accents.  The  reservoir  is  35  feet  in  height  and  features  a  natural  stone  base.    The  storage  yard 
incorporates opaque  screening  fence. The  landscape plan  features no‐mow and native grass  seed mix. Foundation plantings 
include a combination of ornamental grasses. The plan also features larger evergreen and shade trees, as shown.   
 
Proposed Design & Material Revisions: 
Three material revisions associated with the building façade are being proposed with this application. All remaining aspects of 
facility  design  are  intended  to  remain  as  originally  approved.    The  three  revisions  are  summarized  below.    Please  see  the 
attached sheets for detailed drawings and renderings depicting these proposed revisions. 
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Revision  item  1  proposes  to  replace  the  precast  concrete  panel  cladding  areas with  12”‐20”  by  72” modular,  smooth‐face, 
aluminum panels in a three‐tone palette on the applicable areas exterior of the main facility.  Additionally, on the rear‐located 
garage  structure,  replace  the  precast  concrete  panel  cladding with  single  tone  ribbed metal wall  panels  to  compliment  the 
modular panel areas.  Total metal panel accent areas cover approximately 35% of the exterior surface area, which is consistent 
with recent developments in this area. 
 
As we understand,  the use of exterior metal panels  in Urban Design District 1  is  subject  to  review and consideration by  the 
Urban Design Commission.   We  feel  that  the proposed metal panel accents do not degrade  from  the  intended aesthetics or 
longevity of the original design, and remain consistent with the contemporary architecture goals of this district. 
 
Revision  item 2 proposes to replace the originally approved full‐height stone veneer generator enclosure with a partial‐height 
stone veneer with complimentary ribbed metal panel & wall cap above installed above the stone veneer base.   The generator 
enclosure area remains fully‐screened and visually integrated into the facility design. 
 
Revision  item 3 proposes to replace the  ‘modular’ dimension brick (3‐5/8" x 2‐1/4" x 7‐5/8") with  ‘utility’ dimension brick (3‐
5/8" x 3‐5/8" x 11‐5/8") throughout the brick masonry façade.  All other characteristics of the originally approved brick veneer 
remain unchanged. 
 
This project, as a public service and safety facility located in Urban Design District 1, has been thoughtfully designed to meet the 
standards and intent of this principal gateway district.  The proposed revisions were carefully selected to maintain the original 
character of the original approval and merits of the original design.   We respectfully request approval from the Urban Design 
Commission to proceed with the three proposed material revisions to Unit Well 31. 
 
Project Development Team: 
Owner – Madison Water Utility – Alan Larson, PE, Adam Wiederhoeft, PE 
Consulting Engineer – Short Elliott Hendrickson, Inc. – Randy Sanford, PE 
Architect – Potter Lawson, Inc. – Robert Mangas AIA, Doug Hursh, AIA 
General Contractor – Miron Construction – Mark Brusberg, PE 
 
Construction Schedule: 
Miron Construction began construction of the Unit Well 31 facility in June 2017 and will be completed in late summer/early fall 
2018.    The  building  façade  installations  associated with  this  review  application  are  anticipated  to  occur  in  early  2018, with 
related material procurements occurring in late 2017. 
 
 
If any additional information is required, please feel free to contact Randy Sanford, Adam Wiederhoeft or myself. 
 
 
Sincerely, 
 
MADISON WATER UTILITY 
 
 
 
Alan L. Larson, PE, BCEE 
Principal Engineer 
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Attachments: 
 
SHEET 1……………..URBAN DESIGN COMMISSION DESIGN REVIEW / APPROVAL – FILE # 37553 

SHEET 2……………..PLAN COMMISSION CONDITIONAL USE REVIEW / APPROVAL – FILE # 37607 

SHEET 3……………..PROJECT LOCATION IN RELATION TO URBAN DESIGN DISTRICT NO. 1 

SHEET 4……………..PREVIOUSLY APPROVED 2015 ELEVATION VIEWS (NORTH/SOUTH) 

SHEET 5……………..PREVIOUSLY APPROVED 2015 ELEVATION VIEWS (EAST/WEST) 

SHEET 6……………..PREVIOUSLY APPROVED 2015 ISOMETRIC RENDERINGS 1/2 

SHEET 7……….…….PREVIOUSLY APPROVED 2015 ISOMETRIC RENDERINGS 2/2 

SHEET 8…..…………PREVIOUSLY APPROVED 2015 ELEVATION PLAN DETAILS (NORTH/SOUTH) 

SHEET 9..……………PREVIOUSLY APPROVED 2015 ELEVATION PLAN DETAILS (EAST/WEST) 

SHEET 10…………...PREVIOUSLY APPROVED 2015 GENERATOR SCREENING WALL CROSS SECTION 

SHEET 11……………PROPOSED ELEVATION VIEWS (NORTH/SOUTH) 

SHEET 12……...……PROPOSED ELEVATION VIEWS (EAST/WEST) 

SHEET 13…………….PROPOSED ISOMETRIC RENDERINGS 1/2 

SHEET 14…………….PROPOSED ISOMETRIC RENDERINGS 2/2 

SHEET 15…………….PROPOSED ELEVATION PLAN DETAILS (NORTH/SOUTH) 

SHEET 16…………….PROPOSED ELEVATION PLAN DETAILS (EAST/WEST) 

SHEET 17…………….PROPOSED GENERATOR SCREENING WALL CROSS SECTION 

SHEET 18…………….EXISTING SITE CONTEXT AERIAL / EXISTING NEIGHBORING DEVELOPMENTS 

SHEET 19…………….RECENT DEVELOPMENT EXAMPLE FOR CONTEXT – 4904 TRADEWINDS PKWY  

SHEET 20.……….....RECENT DEVELOPMENT EXAMPLE FOR CONTEXT – 4724 TRADEWINDS PKWY 

 
 
 
 
 
 
 
 
 
cc:  Alder Denise DeMarb, 16th Ald. Dist. 

Randy Sanford, PE – Short Elliott Hendrickson, Inc. 
   Robert Mangas AIA – Potter Lawson, Inc. 

Doug Hursh, AIA – Potter Lawson, Inc. 
Adam Wiederhoeft, PE – Madison Water Utility 
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ATTACHMENT 4 - PREVIOUSLY APPROVED 2015 ELEVATION VIEWS (NORTH/SOUTH)

NATURAL STONE VENEER
(GENERATOR ENCLOSURE)

PRECAST
CONCRETE PANELS

MODULAR DIMENSIONED
BRICK VENEER

(ONLY MATERIALS PERTINENT TO THE PROPOSED DESIGN REVISIONS ARE NOTED)



ATTACHMENT 5 - PREVIOUSLY APPROVED 2015 ELEVATION VIEWS (EAST/WEST)
(ONLY MATERIALS PERTINENT TO THE PROPOSED DESIGN REVISIONS ARE NOTED)
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ATTACHMENT 8 - PREVIOUSLY APPROVED 2015 ELEVATION PLAN DETAILS (NORTH/SOUTH)
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ELEVATION KEYNOTES:

1 ARCHITECTURAL PRECAST CONCRETE

2 RUNNING BOND BRICK VENEER

3 GLASS BLOCK

4 STONE VENEER

5 DOOR & FRAME

6 METAL LOUVER

7 CANOPY

8 FENCE ENCLOSURE W/ AUTOMATIC SLIDING GATE

9 OVERHEAD SECTIONAL DOOR

10 ARCHITECTURAL PRECAST PANEL JOINT
- PANEL SIZES TO BE VERIFIED BY MANUFACTURER
AND APPROVED BY ENGINEER OF RECORD

11 ARCHITECTURAL PRECAST PANEL AGGREGATE
REVEAL @ 4" WIDE TYP.

12 LINE OF STONE VENEER PARTIAL HEIGHT
ENCLOSURE WALL

13 GAS SERVICE ENTRANCE

14 FIRE DEPARTMENT CONNECTION

15 CARD READER

16 CAMERA

17 ROOF DRAIN OUTLET

18 FIRE INSPECTOR TEST STATION DRAIN

19 BUILDING ADDRESS SIGN

20 OVERFLOW PIPE AND
CATCH BASIN

21 AIR INLET

22 FIRE ALARM BELL

23 ACCESS LADDER

24 LIGHT @ 9' AFG

ELEVATION LEGEND

C OPENING TYPE - SEE DA8
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5ATTACHMENT 9 - PREVIOUSLY APPROVED 2015 ELEVATION PLAN DETAILS (EAST/WEST)
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ATTACHMENT 10 - PREVIOUSLY APPROVED 2015 GENERATOR SCREENING WALL CROSS SECTION



ATTACHMENT 11 - PROPOSED ELEVATION VIEWS (NORTH/SOUTH)
(ONLY MATERIALS PERTINENT TO THE PROPOSED DESIGN REVISIONS ARE NOTED)

UTILITY DIMENSIONED
BRICK VENEERNATURAL STONE VENEER BASE

WITH RIBBED PANEL WALL
(GENERATOR ENCLOSURE) TRI-TONE MODULAR METAL

PANELS (MAIN FACILITY)
SINGLE TONE RIBBED
METAL PANELS (GARAGE)



(ONLY MATERIALS PERTINENT TO THE PROPOSED DESIGN REVISIONS ARE NOTED)
ATTACHMENT 12 - PROPOSED ELEVATION VIEWS (EAST/WEST)

UTILITY DIMENSIONED
BRICK VENEER

TRI-TONE MODULAR METAL
PANELS (MAIN FACILITY)



ATTACHMENT 13 - PROPOSED ISOMETRIC RENDERINGS 1/2



ATTACHMENT 14 - PROPOSED ISOMETRIC RENDERINGS 2/2
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ELEVATION KEYNOTES:

1 ARCHITECTURAL METAL PANEL TYPE 1

2 RUNNING BOND BRICK VENEER

3 GLASS BLOCK

4 STONE VENEER

5 DOOR & FRAME

6 METAL LOUVER

7 CANOPY

8 FENCE ENCLOSURE W/ AUTOMATIC SLIDING GATE

9 OVERHEAD COILING DOOR

10 FORMED CORNER PANELS

11 ARCHITECTURAL METAL PANEL TYPE 2
TWO COLORS

12 LINE OF STONE VENEER PARTIAL HEIGHT
ENCLOSURE WALL

13 GAS SERVICE ENTRANCE

14 FIRE DEPARTMENT CONNECTION

15 CARD READER

16 CAMERA

17 ROOF DRAIN OUTLET

18 FIRE INSPECTOR TEST STATION DRAIN

19 BUILDING ADDRESS SIGN

20 OVERFLOW PIPE AND CATCH BASIN

21 METAL COPING

22 FIRE ALARM BELL

23 ACCESS LADDER

24 LIGHT @ 9' AFG

25 GENERATOR

26 GAS DETECTION ALARM

27
EXHAUST FAN PUSH
BUTTON STATION

28 HOSE BIB WALL HYDRANT

29 THRU WALL SCUPPER

30 SLOPED METAL SILL

31 CAST STONE SILL

32 CAST STONE CAP

ELEVATION LEGEND

C OPENING TYPE - SEE DA8

S
H

E
E

T
 T

IT
LE

R
E

V
IS

IO
N

S

D
R

A
W

N
 B

Y

D
E

S
IG

N
E

D
 B

Y

IS
S

U
E

 D
A

T
E

P
R

O
JE

C
T

 N
O

.

S
E

H
 F

IL
E

 N
O

.

SHEET

S
ho

rt
 E

lli
ot

t H
en

dr
ic

ks
on

, I
nc

.
(S

E
H

)
w

w
w

.s
e

h
in

c.
c
o

m

F
A

X
: 

8
8

8
.9

0
8

.8
1

6
6

M
A

D
IS

O
N

, 
W

I 
5

3
7

1
9

-1
1

3
7

W
A

T
T

S
: 

8
0

0
.3

2
5

.2
0

5
5

P
H

O
N

E
: 

6
0

8
.6

2
0

.6
1

9
9

w
w

w
.s

e
h

in
c.

c
o

m

W
A

T
T

S
: 

8
0

0
.3

2
5

.2
0

5
5

6
8

0
8

 O
D

A
N

A
 R

D
, 

S
U

IT
E

 2
0

0
53

W
10

43
4

A5

12
90

83

Ja
nu

ar
y 

13
, 2

01
7

U
N

IT
 W

E
LL

 3
1 

W
A

T
E

R
T

R
E

A
T

M
E

N
T

 P
LA

N
T

M
A

D
IS

O
N

 W
A

T
E

R
 U

T
IL

IT
Y

M
A

D
IS

O
N

, W
I

B
U

IL
D

IN
G

 E
LE

V
A

T
IO

N
S

 1/4" = 1'-0"A5

2 NORTH ELEVATION

 1/4" = 1'-0"A5

1 SOUTH ELEVATION

0' 2' 4' 8'

0' 2' 4' 8'

M
A

R
K

D
A

TE
D

E
S

C
R

IP
TI

O
N

ATTACHMENT 15 - PROPOSED ELEVATION PLAN DETAILS (NORTH/SOUTH)
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ELEVATION KEYNOTES:

1 ARCHITECTURAL METAL PANEL TYPE 1

2 RUNNING BOND BRICK VENEER

3 GLASS BLOCK

4 STONE VENEER

5 DOOR & FRAME

6 METAL LOUVER

7 CANOPY

8 FENCE ENCLOSURE W/ AUTOMATIC SLIDING GATE

9 OVERHEAD COILING DOOR

10 FORMED CORNER PANELS

11 ARCHITECTURAL METAL PANEL TYPE 2
TWO COLORS

12 LINE OF STONE VENEER PARTIAL HEIGHT
ENCLOSURE WALL

13 GAS SERVICE ENTRANCE

14 FIRE DEPARTMENT CONNECTION

15 CARD READER

16 CAMERA

17 ROOF DRAIN OUTLET

18 FIRE INSPECTOR TEST STATION DRAIN

19 BUILDING ADDRESS SIGN

20 OVERFLOW PIPE AND CATCH BASIN

21 METAL COPING

22 FIRE ALARM BELL

23 ACCESS LADDER

24 LIGHT @ 9' AFG

25 GENERATOR

26 GAS DETECTION ALARM

27
EXHAUST FAN PUSH
BUTTON STATION

28 HOSE BIB WALL HYDRANT

29 THRU WALL SCUPPER

30 SLOPED METAL SILL

31 CAST STONE SILL

32 CAST STONE CAP

ELEVATION LEGEND

C OPENING TYPE - SEE DA8
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ATTACHMENT 16 - PROPOSED ELEVATION PLAN DETAILS (EAST/WEST)



ATTACHMENT 17 - PROPOSED GENERATOR SCREENING WALL CROSS SECTION



Site Context Aerial
City of Madison Well 31 
March 11, 2015

Existing SiteBauer & RaetherSleep Inn & Suites

ATTACHMENT 18 - EXISTING SITE CONTEXT AERIAL / EXISTING NEIGHBORING DEVELOPMENTS
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ATTACHMENT 19 - RECENT DEVELOPMENT
EXAMPLE FOR CONTEXT - 4904 TRADEWINDS PKWY



PREFINISHED METAL FASCIA

PRECAST CONCRETE, COLOR 1

PRECAST CONCRETE, COLOR 2

BRICK VENEER

FIBER CEMENT BOARD PANELS

ALUMINUM WINDOWS

PREFINISHED CORRUGATED METAL SIDING

ATTACHMENT 20 - RECENT DEVELOPMENT
EXAMPLE FOR CONTEXT - 4724 TRADEWINDS PKWY


