
Approximate Route of Existing
Underground Electric Facilities
to be Abandoned in Place

Approximate Route of Proposed
Underground Electric Facilities
to be Installed 5' from Edge of
Existing Gravel Drive

Existing Pole to Remain

Existing Surface-mounted
Electrical Equipment to Remain
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