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MAIL & 
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A. EXTERIOR DIMENSIONS ARE FROM GRIDLINE TO 
GRIDLINE, OR TO EDGE OF FOUNDATION WALL 
UNLESS OTHERWISE NOTED. PLEASE CONTACT 
ARCHITECT WITH ANY DISCREPANCIES.

B. DIMENSIONS ARE TO FACE OF FRAME OR COLUMN 
CENTERLINE UNLESS OTHERWISE NOTED. VERIFY 
ALL EXISTING CONDITIONS AND ADJUST WALL 
DIMENSIONS ACCORDINGLY. CONTACT ARCHITECT 
WITH ANY DISCREPANCIES.

C. EXTERIOR WALLS TO BE RATED 1 HR

D. STAIRWELL, ELEVATOR, FIRE WALL SEPARATION 
AND INTERIOR MECHANICAL CHASE WALLS TO BE 
RATED 2HR FIRE SEPARATION

E. PROVIDE SOUND INSULATION IN ALL COMMON 
WALLS, IN ALL FLOORS AND CEILINGS, AND AT UNIT 
BATHROOM WALLS

F. FIRE EXTINGUISHER CABINETS: REQUIRED EVERY 
75 FEET OR 3,000 SF (WHICHEVER IS MORE 
LIMITING). CABINETS TO BE PARTIALLY RECESSED 
AND RATED TO MEET THE ASSOCIATED WALL FIRE 
RATING

GENERAL PLAN NOTES:

2-WAY COMMUNICATION DEVICE LOCATED NEAR 
ELEVATOR ON EACH FLOOR

FOUNDATION WALL OUTLINE BELOW

AREA WELL LOCATION (VERIFY WITH MEP), 
COORDINATE LOCATION WITH PRECAST/ 
STRUCTURAL ENSURING TO MAINTAIN PROPER 
CLEARANCES AS REQUIRED BY HVAC 
CONTRACTOR AND CODE

MECHANICAL CHASE

PRECAST PLANK WITH TOPPING BELOW, SEE 
STRUCTURAL. TO BE COVERED WITH 
LANDSCAPING AND CONCRETE SIDEWALK, SEE 
CIVIL.

FIRE PUMP/OWNER UTILITY ROOM

POSTAL MAIL BOXES, 33 BOXES REQUIRED, 
COORDINATE WITH OWNER/ARCHITECT PRIOR 
TO ORDERING

FIRE EXTINGUISHER CABINET LOCATION

KEYED PLAN NOTES:
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2-WAY COMMUNICATION DEVICE LOCATED NEAR 
ELEVATOR ON EACH FLOOR

24"x24" CONCRETE PAVERS ON PEDISTALS

POTENTIAL INTERNAL ROOF DRAIN LOCATIONS, 
COORDINATE EXACT LOCATIONS WITH MEPs

FULLY ADHERED EPDM ROOF MEMBRANE

MECHANICAL SHAFT "B"

MECHANICAL SCREEN WALL

TOP OF FLY-OVER, SEE ELEVATIONS

RAISED PLANTERS AROUND RAISED PAVER PATIO, SEE 
DETAIL 1/A5.8 FOR DETAILS

ALTERNATING TRED STAIR, SEE 3-4/A4.6 FOR DETAILS 

FIRE EXTINGUISHER CABINET LOCATION

KEYED PLAN NOTES:
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GRIDLINE, OR TO EDGE OF FOUNDATION WALL 
UNLESS OTHERWISE NOTED. PLEASE CONTACT 
ARCHITECT WITH ANY DISCREPANCIES.

B. DIMENSIONS ARE TO FACE OF FRAME OR COLUMN 
CENTERLINE UNLESS OTHERWISE NOTED. VERIFY 
ALL EXISTING CONDITIONS AND ADJUST WALL 
DIMENSIONS ACCORDINGLY. CONTACT ARCHITECT 
WITH ANY DISCREPANCIES.

C. EXTERIOR WALLS TO BE RATED 1 HR

D. STAIRWELL, ELEVATOR, FIRE WALL SEPARATION 
AND INTERIOR MECHANICAL CHASE WALLS TO BE 
RATED 2HR FIRE SEPARATION

E. PROVIDE SOUND INSULATION IN ALL COMMON 
WALLS, IN ALL FLOORS AND CEILINGS, AND AT UNIT 
BATHROOM WALLS

F. FIRE EXTINGUISHER CABINETS: REQUIRED EVERY 
75 FEET OR 3,000 SF (WHICHEVER IS MORE 
LIMITING). CABINETS TO BE PARTIALLY RECESSED 
AND RATED TO MEET THE ASSOCIATED WALL FIRE 
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EAST ELEVATION

1/8" = 1'-0"
2

WEST ELEVATION

MATERIAL CALLOUT

# Comment Area (SF)

1 SIOUX CITY: MONARCH VELOUR BLEND 5579 SF

2 BELDEN: BLACK DIAMOND VELOUR A 2807 SF

3 NICHIHA VINTAGE WOOD PANEL,
COLOR: CEDAR

4844 SF

4 HARDIE BOARD LAP FIBER: EVENING
BLUE

11244 SF

5 HARDIE BOARD FIBER CEMENT PANEL:
COBBLE STONE

906 SF

6 FC DOWNLIGHTING: GUNMETAL 0 SF

7 ANDERSEN 100 SERIES WINDOWS AND
DOORS: SANDSTONE

0 SF

8 ALUMINUM STOREFRONT: MEDIUM
BRONZE

0 SF

9 EIFS: MORNING FOG 1508 SF

10 NANAWALL SL60: MEDIUM BRONZE 0 SF

11 PREFABRICATED ENTRANCE CANOPY
WITH TIE RODS

0 SF

12 WOOD FRAMED TRIM WITH BREAK
METAL FACIA

846 SF

13 NOT USED 0 SF

14 PRECAST STONE COPING, COLOR:
SLATE/DARK GRAY

0 SF

15 5/4" X 3 1/2" WINDOW AND DOOR TRIM
BY SIDING MANUFACURER, COLOR TO
MATCH RESIDENTIAL WINDOWS AND
DOORS

0 SF

16 PAINTED METAL RAILING @ 42" AFF 0 SF

17 NOT USED 0 SF

18 HVAC GRILL PAINTED TO MATCH
ADJACENT WALL COLOR

0 SF

NOTE: MATERIAL TAKE OFF SQUARE FOOTAGES ARE 
FOR ENTIRE BUILDING PERAMETER, NOT JUST 
ELEVATIONS ON THIS SHEET. TOTALS ARE 
APPROXIMATE AND SHOULD BE USED AS SUCH. 
CONTACTOR RESPSONIBLE FOR ACTUAL 
CALCULATIONS OF MATERAILS.
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NORTH ELEVATION
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2

SOUTH ELEVATION

MATERIAL CALLOUT

# Comment Area (SF)

1 SIOUX CITY: MONARCH VELOUR BLEND 5579 SF

2 BELDEN: BLACK DIAMOND VELOUR A 2807 SF

3 NICHIHA VINTAGE WOOD PANEL,
COLOR: CEDAR

4844 SF

4 HARDIE BOARD LAP FIBER: EVENING
BLUE

11244 SF

5 HARDIE BOARD FIBER CEMENT PANEL:
COBBLE STONE

906 SF

6 FC DOWNLIGHTING: GUNMETAL 0 SF

7 ANDERSEN 100 SERIES WINDOWS AND
DOORS: SANDSTONE

0 SF

8 ALUMINUM STOREFRONT: MEDIUM
BRONZE

0 SF

9 EIFS: MORNING FOG 1508 SF

10 NANAWALL SL60: MEDIUM BRONZE 0 SF

11 PREFABRICATED ENTRANCE CANOPY
WITH TIE RODS

0 SF

12 WOOD FRAMED TRIM WITH BREAK
METAL FACIA

846 SF

13 NOT USED 0 SF

14 PRECAST STONE COPING, COLOR:
SLATE/DARK GRAY

0 SF

15 5/4" X 3 1/2" WINDOW AND DOOR TRIM
BY SIDING MANUFACURER, COLOR TO
MATCH RESIDENTIAL WINDOWS AND
DOORS

0 SF

16 PAINTED METAL RAILING @ 42" AFF 0 SF

17 NOT USED 0 SF

18 HVAC GRILL PAINTED TO MATCH
ADJACENT WALL COLOR

0 SF

NOTE: MATERIAL TAKE OFF SQUARE FOOTAGES ARE 
FOR ENTIRE BUILDING PERAMETER, NOT JUST 
ELEVATIONS ON THIS SHEET. TOTALS ARE 
APPROXIMATE AND SHOULD BE USED AS SUCH. 
CONTACTOR RESPSONIBLE FOR ACTUAL 
CALCULATIONS OF MATERAILS.
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